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one quarter inch = one foot

three inches = one foot

one and one half inches = one foot

one inch = one foot
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one eighth inch = one foot
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EXPOSED DEPTH @3" MAX. o
/— C12x25 / %—
ROUND HANDRAIL
" | 1/2") 172"
- : STAINLESS STEEL A
L / MTG. BRACKET )
~ ¢ PLASTIC BASE L S
—] ~ > 1 | REMOVE =
i / /4 - 20 x 7" HEX (UP TO 9'—4"% AFF, V..F.) o
- pul ! HEAD SCREW W/ L
9 _ PHILLIPS HEAD
SEMI-RECESSED FIRE § ] SLOT =
EXTINGUISHER CABINET i »;
PER SPEC ] T —h . =
@ % ﬁ @
@ D 3 (;?Z3 K i
“ - 2X6 FTRD. WOOD METAL STUD AND GWB. FURRING
§ 0 BLOCKING TO BE REMOVED e
| A /4 - 20 x 3/4" %
N W/ SERRATED TR T 1. SRR R |
REINFORCE PARTITION — FLANGE NUT / /
TOP ¢ BOTTOM AS
REQUIRED TO
PROPERLY INSTALL STAINLESS STEEL
EXTINGUISHER. CABINET WALL GUARD NOTE: SCHEDULED GWB PARTITION
1. CUT BRICK 2 1/2" DEEP TO EMBED CHANNEL TOES. 36" X 48" RECESSED, DRYWALL
2. BOLT STEEL CHANNEL AS SHOWN. PANEL INFILL, EXTRUDED
g [ - 3. REMOVE THE BRICK AND THE CONCRETE TO THE ALUMINUM ACCESS PANEL WITH
AX T EXTENT OF NEW OPENING (10'-0" MAX.), AND 12" CONCEALED HINGES AND
BEARING ON EACH SIDE. CYLINDER LOCK AND KEY

@ |SEVI-RECESSED FEC. | 7 | HANDRAIL DETAIL 5 @ [STEEL LINTEL AT CONCRETE || .. Q | RECCESSED DRYWALL PANEL |
PLAN DETAIL NALL DETAIL ACCESS PANEL
I
. S~ ANCHOR TRACK TO
y\ STRUCTURE ABOVE ¢
v BRACE AS REQUIRED
Z
P
O
e
QVLll\Illlllllllll
J ‘ T ACOUSTICAL CEILING
TILE ¢ SUSPENSION GRID
' —%—— BRACE WITH 3 5/&"
~d 311 METAL STUDS @ 4'-O"
B O.C. MAX.
"1 I_| i (1) 5/8" GYP. BOARD ON
- — * ‘ 3 5/86" METAL FRAMING
ol @ 6" O.C. (2 LATYERS OF
E /4" &YP. BOARD WHERE
' . Q| REQUIRED FOR CURVED
A' g
10| soFFIT DETAIL @ RECEPTON | 172
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one half inch
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EN L' THY SINGLE SIDED AIR FLOWY / NN Y(u/,k\
5 FOAM TAPE (E AR, HEETROCK AR FLOYY *§ JUBEAD OF CAULK FAAGNETIC SEALS
A RGP \ri‘?'f\ 15GA. HOUSING I"THICK PULL HANDLES
I [l AR AR A A R AR A A A A N AR A A AT IR A AR AN RN A N o G A AN A A B A R A N A IR A A AT IR & M A4 M \\\\\\\y ACOUST]C.FILL‘\ i
i ) s A
: N L -
y N : /—J’{,‘@ FLEX CONDUI
NN NN Y ) ;f;f;:;;;f;;,-,;,f/.,:,/;f;;,f,f,%,//;/f%w(f AL e ANNAN = N
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\ E/'i/\/\'/‘\':/\'ll-/‘,/'/'/-/‘/"//// /S S s ) VAV AV AV AV e ARV A 4 //d—(" I ., /-/: 4IX4IIDUSTSEAL P\S—ASM \ E
\ N NS INEN AIR FLOW 2X2'FOAM SEAL |7 \ ACOUSTIC PANEL "\ 2 SINGLE SWICH FOR LIGHT
§ 9 \ . - AR FLOW " / \ : VARIABLE SPEED FOR FANS
\ L WA i AU y//d N |
\ ny
\ CONTTAT OSSN %
S 2
\ T e INRAN & \
\ r )\—H\/Ac VENT GRILL l \
AN # 103" TEK SCREW (OTY 4) PULL HANDLES
[6GA "H" JOINER
B
1 DOUBLE AALL HVYALC SILENCER 3 2 DOUBLE AALL DOOR JAMB 5o 3 SINGLE WALL SNITCH DETAIL e
DETAIL (EXAM SIDE OF BOOTH) / B DETAIL (EXAM SIDE OF BOOTH) (CONTROL SIDE OF BOOTH)
4% 4" FOAM DUST SEAL | /’\j/ ViTHICK
—] LAMINATED GLASS
PIN HOLE FOAM /
‘\ WINDOW FRAME
— 4 WALL—‘ 4 AIR SPACE |—d*wall —] K t ;”/
N N N
Nerel T N
NDU RI p
\ N e N @
AN | ASASDd \ CUNICAL JACK PANEL \
ACOUSTlC—\ [\
AN PANEL  T\| N
\ x : 777777 :_j]
\ \  ——&h #5 PAN HEAD SCREWS
AN AN OUTLETS, ; e— w
L T N\ »
T -
4 DOUBLE WALL SNITCH DETAIL 5 O | 1 N Q
(EXAM SIDE OF BOOTH) L/ N N
| AS-A
? s - ACOUSTIC PANEL
K
AS-A504 AGOUSTIC PANEL \:\ ?/\
> D
ZEIRIRIRINNN E RN R
5 /] N
i ' ZIN
8] AS-AS04 ACOUSTIC PANEL HEX HEAD TEK SCREW
1\@5 ’ ’ FLOOR CARPET ? N\ /
N T OCTAGON JUNCTION BOX / FLOOR CaRPET
| | /' FLEX CORDUT / l |
7 AT ZARRRININARRNY m / :
o)
2 v 9 2
i m OO0 ﬂ ” "’
~ L ] WLALS 0. ]
SURFACE MOUNIED LED . ISOL(ETION_
LKGHT FIXTURE
RAIL -
DOUBLE WALL ELECTRICAL DETAIL
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one and one half inches = one foot

one quarter inch = one foot
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three inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one eighth inch = one foot

VARIES

[. TYPICAL PARTITION CONDITIONS: ALL WHEN FIRE OR SOUND RATINGS ARE \/\ IS TING CONSTRUCTION CEE Bl AN x b e F
WALLS ARE TO BE NON-RATED AND OF REQUIRED, EXTEND MOISTURE RESISTANT I 5
TYPE A3 PARTITION ASSEMBLY, EXCEPT GYPSUM BOARD DOWN TO FLOOR BEHIND ANCHOR TIGHT TO STRUCTURE/

WHERE NOTED ELSEWHERE IN CONTRACT FIXTURES TO MAINTAIN RATING. PROVIDE DECK 2%"| e F2
DOCUMENTS. A SECOND LAYER OF MOISTURE B —
RESISTANT GYPSUM BOARD FROM 4" : - \ Eﬁ;ENJDOﬁJ‘/rZ' Er\]?b -E:aOEELE et e
2. REFER TO FLOOR PLANS, CODE PLANS, ABOVE CEILING TO RIM OF FIXTURE IF . .
AND BUILDING DATA FOR FIRE RATING REQUIRED FOR PROPER INSTALLATION OF : ‘l “ NEW FINISH TO BE FLUSH AND A gig’z%sgggé‘gE CAP WITH SECTION @ STRUCTURE PENETRATIONS ABOVE CEILING
CONDITIONS AND LOCATION OF FIRE FIXTURE. . TAPED 10 EXISTING z 3" MIN. e T .
RESISTIVE CONSTRUCTION. ' : \ | | NI : SECTION @ STRUCTURE
ll. CEMENTITIOUS BACKING BOARD: SHALL _ _ T — =

3. DOUBLE STUDS: AT PERIMETER OF ALL BE INSTALLED AS PART OF NON-RATED _ : _ - SHIM FRAMING AS REQ'D. TO
OPENINGS WITH SPECIFIED OR NOTED AND FIRE RATED SYSTEMS IN AREAS OF N PV, v} _ [+ PLUMB PARTITION FACE
DESIGN GAUGE. HIGH HUMIDITY AND HIGH WATER EXPOSURE : K

RECEIVING CERAMIC TILE INCLUDING, BUT : ) -
4. CHANNEL COLD ROLLED STEEL (CCRS): NOT LIMITED TO THE FOLLOWING AREAS: _ | | T T T T . —
INSTALL LATERAL BRACING AT ALL SHOWER/DRYING AREAS, TUB ROOMS, . -
PARTITIONS. PROVIDE TWO ROWS OF HYDRO THERAPY ROOMS, MORGUES, DISH : |_|_| IR
BRACING AT 4'-0" 0.C. VERTICAL FOR WASH AREAS, JANITOR CLOSETS, 9 - ) CEILING - HEIGHT & TYPE ',
PARTITIONS UP TO 13'-0" HIGH AND 4'-O" KITCHENS, CART WASH AREAS. 5 SHOWN - \_
O.C. VERTICAL FOR PARTITIONS OVER a = : . CEILING - HEIGHT ¢ TYPE
13-0" HIGH. WHERE FIRE OR SOUND RATINGS ARE < . SHOWN
REQUIRED, EXTEND CEMENTITIOUS BACKING = > SECTION @ TOP SECTION @ CEILING .
5. DIAGONAL BRACING: PROVIDE AT EACH BOARD FROM FLOOR TO 4" ABOVE ; SECTION @ CEILING
— JAMB STUD BRACED TO STRUCTURE %u_llN@A NINS_IW—’N—L(JVEI/&" TXPE 1>=< Malsgﬁ = SECTION @ TOP OF OPENING o -
ABOVE WHEN PARTITION HEIGHT EXCEEDS SISTANT GYPSUM BOARD FROM C G . " o
130" AFF. TO DECK ABOVE. AT TUB, SHOWER BASE L ggiléé‘YéEgTﬁ/ ngTEEPEFX QgYP- e
OR FLOOR SERVICE SINK, EXTEND i . o .

6. FULL HEIGHT PARTITIONS: EXTEND TO CEMENTITIOUS BOARD FROM RIM OF s GAUGE METAL GALV. STUDS @ i : S ONE LAYER 5/&" TYPE 'X' GYP. ONE LAYER 5/8" GYP. BOARD ONE LAYER 5/8" TYPE 'X'
BOTTOM OF CONCRETE OR METAL DECK FIXTURE TO 4" ABOVE CEILING. INSTALL %" l6" 0.C. (VERIFY FRAMING SIZE £ a BOARD EACH SIDE OF METAL STUD EACH SIDE ON EXISTING : GYP. BOARD ON 25 GA
USING SLIP TRACK DEFLECTION HEAD TYPE 'X' MOISTURE RESISTANT GYPSUM W/ EXISTING PARTITION) (2 = . CONSTRUCTION @ 6" O.C. CONSTRUCTION. MODIFY X METAL HAT CHANNEL'S @
ANCHORING STYSTEM FOR ALL PARTITIONS. BOARD BACKING FROM FLOOR BEHIND - LAYERS TYPE 'X' GTP. BD. ® 2 v , - REFER TO PLANS, ELEVATIONS, & EXISTING CONST. AS REQUIRED . 24" OC. VERTICAL

FIXTURE TO DECK ABOVE TO MAINTAIN I~ ) ) l@f ) SCHEDULES FOR WALL FINISH FOR NEW OPENINGS AND e
7- PENETRATIONS IN FIRE AND SMOKE RATING. S~ HOUR) INFORMATION DEVICES 1
n \D .
PARTITIONS" SEAL WITH ANA APPROVED . ACOUSTICAL BATT. INSULATION <
THROUGH PENETRATION FIRE STOPPING 12. ABUSE RESISTANT STPSUM BOARD: ' .
SYSTEM INSTALL ABUSE RESISTANT GYPSUM (AT 1) BLAN PLAN
: BOARD FROM FLOOR TO CEILING WHERE PLAN
&. AT FIRE RATED PARTITION HEADS: INDICATED. INSTALL ON SIDE(S) OF :
INSTALL AN APPROVED FIRE RESISTANT PARTITION WITH PARTITION TYPE MARK(S).
~OINT SYSTEM. 13. 6YPSUM BOARD, SOFFITS, AND CEILINGS ' :
: 9. GYPSUM ASSOCIATION (6.A) FIRE A. TYPICAL: %" ’TYPE NS 'GYPSUM BOARD. ACOUSTIC SEALANT @ FLOOR SEALANT @ FLOOR ACOUSTIC SEALANT @ FLOOR K SEAL PARTITION @ FLOOR
© RESISTANT AND SOUND CONTROL DESIGN B. LOW HUMIDITY AND LOW TO NORMAL _ . 5
+ R TO 14TH EDITION FOR PARTITION ;/:‘TER O ~— s i T BETL Rerm AN K
5" TYPE 'X' MOISTURE RESISTANT GYPSUM SHOWN IN DETAIL. REFER TO PLAN / / / / / /
ASSEMBLY DESCRIPTIONS BOARD.
* DESIGN REQUIREMENTS, GAUGES AND C. HIGH HUIMIDITY AND HIGH WATER égﬁéqrgu IZI'TﬁlLC.)]?\l \égili’c%'lsj ING
STUD SPACING ARE LOCATED ON EXPOSURE: %" TYPE 'X' EXTERIOR GYPSUM SECTION @ FLOOR SECTION @ FLOOR SECTION @ FLOOR SECTION @ FLOOR
PARTITIONS DETAILS. CEILING BOARD. JOINT TREATMENT TO BE MATERIAL. PREPARE SURFACE
* FIRE RESISTANCE RATED PARTITION LEVEL 5 WITH SETTING TYPE JOINT ACCORDINGLY.
ASSEMBLY VALUES WERE TESTED WITHOUT COMPOUND.
HALF HEIGHT GYPSUM - ONE SIDE
* SOUND TRANSMISSION CLASS (STC) |4.METAL TRIM: REFER TO WALL SECTIONS,
VALUES WERE TESTED WITH THE BASIC REFLECTED CEILING PLAN AND SOFFIT
FIRE RESISTANCE RATED PARTITION DETAILS FOR METAL TRIM REQUIREMENTS. FIRE: NON COMBUSTIBLE
ASSEMBLY AND THE INDICATED INSULATION EXPOSED METAL OR NONMETALLIC FIRE: NON COMBUSTIBLE FIRE: NON COMBUSTIBLE FIRE: NON-COMBUSTIBLE
THICKNESS AND TYPE. J-MOLD 1S NOT ACCEPTABLE.
* INSULATION THICKNESS CAN VARY PER 5
SOUND TRANSMISSION CLASS (STC) DESIGN ‘BLOCKING: INSTALL FIRE TREATED WOOD
CONSIDERATIONS WITHOUT AFFECTING THE SE?Z{E@‘@A@N?E‘% L*GF)'ER%‘EHSK%WETON ;:gEUﬁE%{FTEE U4l
FIRE RATED PARTITION ASSEMBLY ] : : 50 \ .
VALUES, AS LONG AS THE SOUND CABINETS, SHELVING, HANDRAILS, I gil’é %%%%gﬁﬁ@émgzg@ F ]_ /8" METAL HAT CHANNEL
ATTENUATION BLANKET THICKNESS DOES EQUIPMENT MOUNTING PLATES, DOOR WALL )
NOT EXCEED THE DEPTH OF THE STUD STOPS (WALL), TELEVISION BRACKETS. AT
CAVITY. CONTRACTORS OPTION, CONTINUOUS 16 GA.
X 8" WIDE REINFORCING MAY BE
|0. MOISTURE RESISTANT GYPSUM WALL SUBSTITUTED AT HANDRAILS.
R AT AND FIRE REEIAANC I6.INSTALL 6 MIL POLYETHYLENE VAPOR DI PSR BATTE
NON-RATED AND FIRE RESISTANCE RATED . FIRE TEST: UL U4l A ' "
SYSTEMS IN AREAS OF LOW HUMIDITY AND BARRIER ON INTERIOR FACE OF STUDS OR U N %“&EE%‘;’E‘EG/%TEE';ET X F 2 | 1/2" METAL HAT CHANNEL
LOW TO NORMAL WATER EXPOSURE FURRING AT EXTERIOR WALLS OR AS ond ¢
RECEIVING CERAMIC TILE OR PAINT INDICATED IN PARTITION TYPE. REFER TO
ABOVE TILE WAINSCOT. INCLUDING, BUT SECTIONS, DETAILS AN SPECIFICATIONS. PARTITION TYPE
NOT LIMITED TO, THE FOLLOWING AREAS: 33" 12
TOILET ROOMS (NOT SHOWER OR TUB) I7.coLD FORMED METAL FRAMING - FOR
NOURISHMENT PANTRY, KITCHENETTES, STUD GAUGES LONWER THAN 20 GA. UTILIZE 47" 13
EXTERIOR WINDOW HEAD & JAMB RETURNS, 4 EXISTING STUDS
" 12)
5\\ 22
ok 23
~ 6" 24
528 26
55" 32
PARTITION TYPE DESIGNATIONS 0% s
1" 34
METAL STUD AND SHAFT WALL CMU PARTITION _ PARTITION TYPE
PARTITION P APPLICABLE q 6 53, A2, B2 PARTITION TYPE
o — TYPE, IGHT 3 5/6" @
FIRE RATINGS, ¢ e — mm THICKNESS IN . AT A3 B3 @2 OR R2 OR AS NOTED ON PLAN
— ———— MATERIAL ¢ SIZE > ' 1940 L g3 0rRR3
© INSULATION (ONLY WHEN REQ'D.) CONCRETE MASONRY UNIT - :‘\ " A4, B4
SEAL WITH APPROVED FIRE N ANCHOR TIGHT TO STRUCTURE/ - A6 B6 / /
ACPM - RS egssgrens i RECETANT JONTSTSTEM || e ' g
* - : FIRE TAPE &YP. BD. ABOVE ) ACOUSTIC SEALANT @ TYPE R
1/2" FIRE TREATED PLYWOOD BACKING- | ] f_\ / E | CEILING BOTH SIDES — p— |
FLOOR FROM 2'-0" AFF TO 6'-0" AFF + 1 CECTION @ STRUCTURE | ANCHOR TIGHT TO STRUCTURE/
CEMENTITIOUS BACKER BOARD ACOUSTIC SEALANT—| | || ANCHOR TIGHT TO STRUCTURE/ DECK
. b P 1D 40 A T N 1 © DEeK | | | DECK | T~ EXTEND &YP. BD. TO DECK @ R
|6 | | | | /V SEE DESCRIPTION FOR LAYERS TAPE JOINTS AND SEAL
GAUGE IF VARIES FROM ' SUPPORT INSUL. AS REQD. B || OF GYP. BD. EXTENDED TO SECTION @ STRUCTURE PENETRATIONS ABOVE CEILING
SPECIFIED GAUGE | | DECK - TAPE JOINTS AND
| | SECTION @ STRUCTURE SEAL PENETRATIONS ABOVE
|||||||||||I I||||||||||||| | | CEILING =
FIRE RATING, TYPE, ¢ HEIGHT INSULATION, LEAD, NALL MATERIAL ¢ SIZE — S
| : - | CEILING - HEIGHT & TYPE | | S =
RATED PARTITION STUD SIZE | 1, SHOWN ! ! = INRZINEN
1 1HOURS5/8"TYPE X, 2 SIDES TO 2 21/2" METAL STUDS @ 16" O.C. i i © A
DECK 3 35/8 METAL STUDS @ 16" O.C. . SECTION @ CEILING Lol Lol L L[] CEILING - HEIGHT & TYPE SHOWN
2 2HOURS5/8"TYPE X' 2 LAYERS 4 4" METAL STUDS @ 16" O.C. | . ~———— ONE LAYER 5/&" TYPE X' GYP. o \_ EILIN HEIGHT & TYPE ) .l’A_g El;\lgﬁl\?éNg A%’*.{.T‘.ﬁg,\] ﬁ/RAC’E
EACH TO DECK " " BOARD EACH SIDE OF GALY. 20 ' - C S - HEIGHT
3 3 HOUR 1/2" TYPE 'X, 3 LAYERS 6 o' METALSTUDS @ 167 0. | | GAUGE MIN. METAL STUDS @ 16" I - - I SHOWN SECTION @ CEILING METAL STUDS @ 48" O.C. VERT.
| | O.C. (SEE PARTITION TYPE FOR AT FURRING - BRACE TO
EACH SIDE TO DECK | | STUD SIZE) SECTION @ CEILING SUBSTRATE @ 48" O.C. AFF
METAL STUD PARTITION A | | (2 LAYERS %" TYPE 'X' 6YP. BD. | . [FH———ONE LAYER 5/8" TYPE 'X' GYP. Iﬁiéﬁéi'ﬁff voTic BATT @
| [ | AT 2) (3 LAYERS /5" TYPE 'X BOARD EACH SIDE OF GALYV. TS
A 5/8"TYPE 'X' GYP. BOARD TO 3" . | | R BER GLASS BATT. INSULATION
| - GYP. BD. AT 3) 20 GAUGE MIN. METAL STUDS @ W/ 6 MIL. POLY VAPOR BARRIER @
G TS . S acormoa oam newaron | A i ExERiok AL
B 5/8 GYP. BOARD 1 8 PLAN TO EXTEND FULL HEIGHT OF | | EACH SIDE AT E) ONE LATER 5/8" TYPE 'X' 6YP. BOARD
TO DECK, 1 SIDE TO 3" ABV. CEILING - STUD TO STRUCTURE ABOVE ON 20 GA METAL STUDS e 16" O.C.
C 5/8" TYPE 'X' GYP. BOARD 2 SIDES (AT 1) | . ~— ACOUSTICAL BATT. INSULATION ¥
TO DECK | 1! ;%EETENDSF%L TTER?—E—BOF\:/E A
D SEE DOOR INFILL SEAL WITH APPROVED FIRE l | (ATD | )TO TRUC © SET STUDS /2" (MIN.) FROM EXISTING
= E 5/8"TYPE 'X' GYP. BD.- 2 LAYERS RESISTANT JOINT SYSTEM PLAN WALL TO MAINTAIN PLUMB SURFACE
EACH SIDE, ALL LAYERS TO DECK FURRING CHANNEL SIZE - ¢ INCREASE ACOUSTICAL VALUE
F SEE FURRING CHANNEL EXIST. WALL AT FURRING
F1 7,8 METAL HAT CHANNEL @ 24" O.C. APPLICATIONS
G 5/8' TYPE X' GYP. BOARD TO CEILING WITH DOUBLE F2 11/2" METAL HAT CHANNEL @ 24" O.C. ACOUSTIC SEALANT @ FLOOR ACOUSTIC SEALANT @ FLOOR
3 5/8" STUDS SECTION @ FLOOR
INSULATION
H RESERVED I INSULATION - ACOUSTICAL BATT SECTION @ FLOOR
e mesiaron 2y Thicc @ Tvee 2 RATED METAL STUD
3" THICK. @ TYPES 3,4,6 SECTION @ FLOOR METAI— STUD

J RESERVED > © PART' Tl ON (3 5/8" STUDS SHOWN AS

K RESERVED EXAMPLE) (2" STUDS SHOWN

L 5 LEAD Lve paRrITION LEAD LINED PARTITIONS MTL. 9TUD PARTITION FURRING/CHASE A exarveie)

M SEE MASONRY PARTITION L LEAD TO BE EXTENDED FROM FLOOR TO *

7'-0" A.F.F. LEAD TO BE 1/4", 1/8", OR 3/4" ON _
N RESERVED /417 / I-HOUR o FIRE: NON COMBUSTIBLE
O UNRATED RADIATION SOURCE SIDE OF PARTITION 5/6" TYPE 'X' GYP. BD. 2 SIDES
UNLESS OTHERWISE NOTED. PROVIDE 6 MIL. 1 3 I gﬂEDEgER SATED FIRE:  NON COMBUSTIBLE
METAL STUDS W/ 5/8" TYPE 'X'
TO CEILING POLY VAPOR BARRIER WHERE INDICATED ON FIRE TEST: UL U4ld A 3 I 7P, BD. BOTH SIDES TO 3"
—P 5/8" TYPE X' GYP. BD. TO CEILING PLAN - REFER TO PHYSICIST REPORT FOR STC 42 ABY. CLNG.
ADDITIONAL INFORMATION ON LEAD ?\l;CUL 47 W/ ACOUSTIC-BATT Q 21 EELAE STEIJ'BSBWA;/\/ "JE\%E X
FURRING /CHASE PARTITION THICKNESS ' T ' '
5/8" TYPE 'X' GYP. BD. TO 3" ABV 2-HOUR METAL STUDS W/ 5/8" TYPE X' 6YP. BD. | SIDE TO
Q U ' 2 LAYERS 5/8" TYPE X' 6YP. BD. DECK (ON CORRIDOR SIDE WHERE APPLICABLE), |
CEILING SHAFT WALL STUD SIZE I EACH SIDE TO DECK SIDE TO 3" ABV. CLNG.
. R 5/8' TYPE X' GYP. BOARD S2 . - TWO HOUR RATED B I
~ 2 1/2" C-H ORI-STUD @ 24" O.C. FIRE TEST: UL U4l| METAL STUDS W/5/8" TYPE ‘X'
TO DECK S4 4" C-HORI-STUD @ 24" O.C. STC 486 GYP. BD. TO DECK
S SEE SHAFT WALL S6 6’ C.HOR LSTUD @ 24" O.C. STC 56 W/ ACOUSTIC-BATT
T %" TYPE 'X' GYP. BD. ON EXISTING STUDS INSUL.
TO 3" ABOVE THE CEILING
- TO DECK
TO THE DECK. Z FURRING SIZE
V RESERVED
Z1 1" METAL FURRING @ 24" O.C. 0
W RESERVED 100% CONTRACT DOCUMENTS
Z1.5 1 1/2" METAL FURRING @ 24" O.C. 0
X RESERVED
Z2 2" METAL FURRING @ 24" O.C.
Y RESERVED
Z_see 2 rurmNG FULLY SPRINKLERED
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three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot

o SEE PARTITION —
DOOR sCHEDULE N ABBREVIATIONS
ED o eLASS | LOWER | RATING s pac i o N | LSS MG KR SELRCERN A OBMftruscorsw  Eom BRBREISE e WA L
MARK  |OPENING SIZE TYPE | THICK.|[CONST.|FINISH TYPE CONST. | FINISH |COMPONENTS NO. NO. (SEE PARTITION TYPES) REINFORCED PANEL GLAZING - 20MIN EXIT DEVICE OVERRIDE ED-TSB EXIT DEVICE - TOUCH SENCE BAR ML-DEL MAGNETIC LOCK - DELAYED
I HE HOLLOW CORE L6 LEAD GLASS AFL/I  AUTO FLUSH BOLTS TOP & ED-VR EXIT DEVICE - VERTICAL ROD EGRESS
i HI HIGH IMPACT LMG TEMPERED LAMINATED BOTTOM OF INACTIVE LEAF EED-R ELECTRONIC EXIT DEVICE RECESSED  NRH NON REMOVABLE HINGE PIN
OIOA [(2)3-6" X T-0"| D [ 3/4"| sC | NAT| T6& - — 2 HM PT  |(2) CeH, AO, (2) ED, (2) S/W, A, SM/S, A-IS [ 5¢6/A560I - £ HM  HOLLOW METAL CLASS A5 ARMOR PLATE- () SIDE BN Eeeraohn Sd SVERIELD HOLEER
<] . SEALANT AS REQUIRED HMAL  HOLLOW METAL LEAD PCB  POLYCARBONATE (LEXAN) A=25  ARMOR PLATE- (2) SIDES B B o o ATE o5 Oy ERHAEAD STOP
o Ay " Y TYP. EA. SIDE LINED RP RESINOUS PANEL ~ _
oloB |(2)3-6" x 1-0"| D | 3/4" sc | NAT| FL —  |20MIN| 2 HM | PT (2B A (2QA-IS, ¢, (2)CL-M, (2)ED, SM/S | 182/A%60 - R : ) INSUL  INSULATED o TEMPERED GLASS B-SC BUTTS - SHiNe CLEAR FL/M  FLUBH BOLTS TOP ¢ BOTTOM  PDK  POCKET BoOK.
: ' HOLLOW METAL FRAME LC/M LEAD CORE METAL WG  WIRE GLASS BE  BIFOLD HARDIARE &
: o BB o N BRI o ASSINELST, SR sl
ollB ETR — | -1 - - — - — — — PT - — —- — SC  SOLID CORE RATING: Se CRerBAR ooy QT NACTIVE LEAR - AUTOMATIC W el S
A-I20 3 HOUR CGH  CONTINUOUS GEARED HINGE - PUSH/PU
Aclo [3-0" x 1-0" | D | 3/4'| sc | NAT| FL —  |2omMiN| M| PT B, L-P, CL, 5M/5, S/ 182/A%601 | - T AR DOOR FINISH: B-40  I1/2 HOWR Cor-o0 CONTINIOUS CEARED Gt - anie clear FE ZECACEHOWT il BolTs o' Bod Ciako
- ' 1 ' ACR  ACROVTN B-60 | HOUR RL ROLLER LATCH
| " | " " DOOR AS SCHEDULED éﬁl\iN Qﬁﬁzllqz ED ALUMINUM c-45 3/4 HOUR gt:E gll:ggEEE I/?{'/ELI:I/?)IEDOPEN ARM El:ls Eﬁ)ggl;ﬁk_rlég-r_c{a) SIDE SFCD SEgERSSE’D FULL
A@lOA 3 _O X _T _O A | 3/4 56 NAT - - - | HM PT P\/, EAS, L_PR, 51/\1, PE 5¢ 4/A560| - NAT TRANSPARENT 20 MIN. 20 MINUTES CL-HE CLOSER W/ ELECTRIC HOLD OPEN ARM K-25 KICK PLATES - (2) SIDES SH SPRING HINGE
PHL PHENOLIC CL-M CLOSER/MAGNETIC HOLD OPEN Eg]l: EET’P%%REOL_G%CK SLDG  SLIDING DOOR HDWR
AcloB|3-0" X 17-0" | A [ 3/4'| sc | NAT| -- —- - HM PT B, L-5 05 1§ 2/AS60 - PLAM PLASTIC LAMINATE ~ FIRAME FINISH: By DERETSEE L LOCKSET Sr 9ToP FLOOR
I 6T STANED N Rrnae S SLabmei " IE  LOCRCET ENTRANCE FUNCTION oM STOR WALL
AGIOC ETR - ” ” ” T T 20 MIN T PT |SM/5 - - 1 DO OR HEAD DETA' I_ 3 NAT  TRANSPARENT EGRESS LOCK PANIC L-PR  LOCKSET - PRIVACY FUNCTION 25 2oan AL
S oo S iz amitoe 1 Ty
_ sT STAINA/ARNISH D - -
AGI4 [3-6" X T-0" | A | 3/4" sc | NAT| -- — — HM PT |[B, L-C, 5/W 16 2/AS60 - 25 SOLID SURFACE DL DUMMY LOCKSET LS LOCKSET - STOREROOM FINCTION 5 ALL SGH £OR MAG LocK
DS DUST PROOK STRIKE L-P  LOCKSET - PASSAGE FUNCTION OTHER COMPONENTS:
AGI4A4'-0" X T'-O" D |l 3/4"| sC NAT TG - - HM PT B, L-C, /W & 2/AS60| - %" &YP. BD. EA. SIDE OF EAS  EMERG. ACCESS STRIKE ll:[LBS ti%EaEJOELKOCKED BOTH SIDES AO AUTOMATIC OPERATOR
EEE;AIISA?QT‘}'JII‘ID'%I? ﬁpg-sc)’- EB—DA E>><<I|'ITD?E\E/TQEC IEDELAYED ACTION L LATCHING LEVEL PULL PA](; PACI)_SERS OPENER WITH
AGITA3'-0O" X T-O" D |l 3/4"| oC NAT TG —- —— | HM PT B, L-P, 5/ 1§ 2/AS60] -= ED-DEL EXIT DEVICE DELAYED EGRESS }:2}: ;Eg@gggéﬁf}a* BACKUP CHAIN HOIST
ED-LBR EXIT DEVICE - LESS BOTTOM ROD MH MAGNETIC HOLD OPEN oBS OBSTRUCTION SENSING DEVICE
AGITB|3'-0" X T'-0O" D |l 3/4"| sC NAT TG —— —- | HM PT B, L-P, 5/ & 2/AS60] -= SEALANT AS REQUIRED
(TYP. EA. SIDE) O |,
AGIS |3'-6" X T-O" A |l 3/4" SC NAT —— —— —— | HM PT B, L-O, /W 1§ 2/A560] -= HOLLOW METAL FRAME DOO' a | \I/ _5 /4
DOUBLE| JAMB STUDS
Aclg | 3'-6" X T1'-0" A |l 3/4" SC NAT —- —— —- | HM PT PV, EAS, L-PR, SN, PE 3¢4/A5060!| -= 5 DOOR. AS SCHEDULED -
bf .
=0
AG20 | 3'-6" X T'-O" A |l 3/4" SC NAT —— —— —— | HM PT B, L-O, /W 1§ 2/AS60] -= ggj %
> L - 6" "
o~ A © 6
AG2| |3'-6" X T1'-0O" A |l 3/4" SC NAT —- —— —- | HM PT B, L-O, /W & 2/AS60] -= i ) &
"
- ~ T
AG22 |3'-6" X T'-0O" A |l 3/4" SC NAT —— —— —— | HM PT B, L-O, /W 1§ 2/AS60] -= A
=N L
p Q » "
o AG24 | 3'-6" X T'-0" D |l 3/4"| sC NAT TG —— —- | HM PT B, L-C, /W & 2/AS60] -= - " = —— ANCHOR TO FRAME
AC24A 3'-O" X T'-O" A |l 3/4" SC NAT —— —— —— | HM PT B, L-5, 5/ 1§ 2/AS60] -=
I
AG29 |3-6" X 7-0" | A [ 3/4" ¢ | NAT| -- — - | HM PT |B, L-O, 5/ 1§ 2/AS60! — 2 DOOR JAMB DETAIL |3 @ @ @
AG3| |3'-6" X T'-0O" A |l 3/4" SC NAT —— —— —— | HM PT B, L-O, /W 1§ 2/AS60] -=
SEE PARTITION FLUSH STRIP EXISTING/
AG33 |3'-0" X T'-0O" A |l 3/4" SC NAT - —— 45 | HM PT B, L-5 05, CL & 2/AS60] -= T TTPE y LIGHT RELOCATED
AG34 [ (2)2-10" X T-0"| A |l 3/4"| SC NAT —— —— —— 2 HM PT (2)B, L-9, FL/M, (2)05 1§ 2/A560] ——
L L L L L L _ _ _ __ __ __ __ 5/8" 6GYP. BOARD EACH — ) - ) ) "
AGS4A ETR _ SIDE OF 3 5/8" METAL STUDS E AM | \|/ - |/4
o AT 16" o.c. SEE PARTITION TYPES — —
- SEALANT AS REQUIRED ) :
N TYPT}_; (TYP. BOTH SIDES) o oo
) IR <
| | | — DOUBLE ACCESS HOLLOW METAL
FRAME, ANCHOR AND SHIM AS
REQUIRED
83 3] N3]
v o v
o ~——————— DOOR AS SCHEDULED S S <
|l vARES ’ VARIES VARIES
g ) e | +
8 | DOOR HEAD DETAIL |3 (1) (2) (EX)
5/86" &YP. BOARD
EACH SIDE OF 3 5/8" METAL
STUDS @ 16" o.c. SEE PARTITION TYPES
< z DOUBLE ACCESS :
S HOLLOW METAL FRAME (
i~ 1
¥ —— DOOR AS SCHEDULED
O
ih
) %
R [ FRAME BETOND
o
>,
'7
4 DOOR JAMB DETAIL |3"
3 1/2" X 6" X 1/4" STEEL ANGLE HDS STUDS EACH SIDE
PLATE WELDED TO JAMB STUDS EXTENDED AND ANCHORED /2" SEE PARTITION /2"
& ANCHOR TO SLAB EACH TO STRUCTURE ABOVE \ TYPE
o SIDE W/ 3/8&" DIAMETER
EXP. BOLTS OR AS REQUIRED
WELDED DOUBLE EGRESS
HOLLOW METAL FRAME 5/86" TYPE 'X' 6YPSUM BOARD
(14 GAUGE) ANCHOR AND ON METAL STUDS
: SHIM AS REQUIRED (SEE PARTITION TYPE)
S — DOOR AS SCHEDULED HDS STUDS HEADER
NG \ BOLTED TO JAMB TUBES | "D )
=z & -
9 [il]
= : I B — < I. ALL HARDWARE TO CONFORM TO
il <0 X _ ——WELDED |4 GAUGE CABO-ANS| AllT.I-l992.
<r " = " HOLLOW METAL FRAME 2. ALL DOOR HANDLES SHALL BE LEVER TYPE.
1 aNF— 3. HARDWARE FINISHES SHALL BE US26D OR
) UQ_SI = —=x FRAME BEYOND PER OWNER/TENANT.
- / 4. COORDINATE KEYING DIRECTLY WITH
a . DOOR AS SCHEDULED ONNER/TENANT.
= 5. HC. TOILET ROOM PRIVACY LOCKS SHALL
5/8" TYPE 'X' GYPSUM HAVE AN EMERGENCY OVERRIDE KEY, TO BE
BOARD EA. SIDE OF MOUNTED CONSPICUOUSLY OUTSIDE DOOR FOR
METAL STUDS (SEE Ea |l 1/2"| Ea STAFF ACCESS.
PARTITION TYPE ' 6. PREP EXISTING DOOR AND FRAME TO RECEIVE
NEW PAINT.
n n 7. VERIFY EXISTING WALL THICKNESS FOR
- 85 |DOUBLE EGRESS DOOR JAMB DETAIL |3 © | DOUBLE EGRESS DOOR HEAD DETAIL |3 T e e e N =2 08 o B
INSTALLED INTO AN EXISTING PARTITION.
&. PREP EXISTING DOOR TO RECEIVE
NEW HARDWARE
]
100% CONTRACT DOCUMENTS
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Small Business ARCHITECTS, PLLC ANTHONY D. PACARO JR., P.E. -lc%' E
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one foot

three inches

one foot

one and one half inches =

one foot

s

one inch

one foot

three quarters inch

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot

one eighth inch = one foot

. ALL V4 E INSTALLED WITH TILE IN ONE
ROOM |ROOM NAME RORS | BASE |roor|l HESTWALLS CEILING SOFFIT MILLWORK _ [NOTES R TIoN, oo oAl pl T TR e
No. MATL. | MATL. | PATTERN | [DERIH 1900 L E2e) S FINISH WALL PROTEC DETAIL MATL. | FINISH | MATL. | FINISH %555 ygﬁLBL CONTR
I OlOA HALL—WAY L\/T RB - PT_l PT_l PT_l PT_l - Hl/\lp 5/AF20| ACT - - - - - - - GENERAL NO1-E5
| ' I OlOB || CORRIDOR PT™M PTM - PTM PTM PTM PTM —-= HINP 3/AF20I PT™M - - - - - - -
. ALL WALLS INDICATED WITH "ETR" ARE EXISTING
II II I oloC || CORRIDOR PT™M PT™M -- PT™M PT™M PT™M PT™M - - -- PT™M -- - - - - - - TO REMAIN WALL THAT ARE DRYWALL FINISH.
| I | HALLIWAY VT | RB | - PT-I | PT-I | PT-I | PT- -- HAP | 3/aF201 [ AcT | — | — | - - -] - - BAIS OF DEGIEN OF AN APPROVED BGUAL
MEETING THE SALIENT CHARACTERISTICS OF THE
I | ot e [CotiA | copier ALcove vt | re |~ || P | P | P | P —- WP | s/aF200 || acT | — | - | - ||PL|PL]ss| - BASIS OF DESIGN PRODUCT.
I WT-| ] I 3. TYPICAL FLOORING TRANSITIONS PER FLOOR
L L I OI2A ||HALLWAY LVT RB - PT-| PT-| PT-| — - HIAP 3/AF20I ACT -— - - - - - - TRANSITION TYPES BELOW.
PT
" ) IT 7 I OI2B J|HALLWAY vt | R | - Pr-l | PT-l | PTo | - —- Hae | 3/ar2ol || oacT | - | - | | - | - | - -
L il o SCHLUTER:
S @ i o] o weem ] g \ o e I HALLINAY LVT | RB - PT-I | PT-I | PT- - - HAP | 3/AF20I ACT | — | — | — - -] - -
PRE-FINISHED ]
’ - ’ Q'TA;LNE%G%L iYiLEDM II I WALL TILE HAP I Ol4A ||HALLNAY LVT HAP - PT- PT-l PT-| PT-| — CR/HAP [ 149/AF20! ACT T __ - - - - o ABBREVI ATI ONS
0 ' yd
o e (RAPPED N T II 2 I O14B ||HALLWAY LVT RB - PT-| PT-| PT-| —- - HAP | 3/AF20I ACT — - - - - - - ACR ACROVYN DOOR
| H : A
ol " TH o I N I AGIO J|WAITING ROOM LvT | W | - PT-l | PT-I | PT-I | PT - CRMNP| 18a/AF201 || AcT | - |emB| PT || PL| - | 95| - ACT | ACOSTICAL CEILING TILE
ol & @ | [ T T T T cB CARPET BASE
20
%’ U J HAP BASE BOARD I l CCHEDULED BASE sCrEpULED I AGIOA| TOILET ROOM CT-I CT-2 | -- NT2 NT2 INT2 INT2 -- NT 2/AF20I ACT -- -- -- - - - -- cPT CARPET
< > BAS
' — ' I cT-2 I l l I__AC&IOB ELEC. PM | PM | — PT-l | PT-l | PToI | PT — — —- pM | - | — | - || - | - | - —- cR CHAIR RAIL
MA><45f.3iC\N6 : ' ' , cT CERAMIC TILE
1 IA6|OC ELEC. PT™M PT™M -- PT-I PT-I PT-I PT-| - - -= PT™M -= -= -= - - - -= cTB CERAMIC TILE BASE
/2" ! ! I VESTIBULAR TESTING | veT-3| ”B | - PT- | PT- | PT-I | PT — — - ACT | — | — | — ||PL|PL|ss| - ETR EXISTING TO REMAIN (PLASTER)
WALL FlNlSH DETA”— 2 ]/\lALL FlNlSH DETA”_ 1/2 3 ]/\IALL FlNlSH DETA“_ /2 AGl4 GRN GRANITE OR QUARTZ COUNTERTOP
I AGIS ||AUDIO BOOTH #5 CPT RB - SEE $PECS SkE SPECS SEE SPECS SEE SPRCS B GYPSUM WALL BOARD
IA6|5A AUDIO CONTROL #5 cPT | =B = SEE $PECS SEE SPECS SEE SIPECS SEE SPECS AN HIGH MPACT WAL PROTECTION
LVT LUXARY VINYL TILE
—~ I AGl6 || AUDIO BOOTH #6 CPT RB - SEE $PECS SEE SPECS SEE SFPECS SEE SPHECS PL PLASTIC LAMINATE
/20" IA@IE)A AUDIO CONTROL #6 cPT | RB - SEE $PECS SEE SPECH SEE SIPECS SEE SPHCS il PANT
o | —~— PT™M PATCH TO MATCH
/2 o I AGIT ||RECEPTION VCT-| RB - PT-3 PT-3 PT-3 PT-3 - - -- ACT -- eonNg  -- PL | PL | 95 -- RB RESILIENT BASE
HARD WALL——_ o RP RESINOUS PANEL
PROTECTION e BR I AGITAJ|OFFICE VCT-I | RB - PT-3 | PT-3 | PT-3 | PT-3 —- —- -- ACT | — | — | - PL | PL | 95 -
) - — 55 SOLID SURFACE
N o L= Piﬁ:l:yl\lNliHE% I AGIE || TREATMENT ROOM VCT-2 RB - PT-2 PT-| PT-| PT-| -- -- -- ACT -- - - PL | PL | S5 -- TEXT TEXTURED CEILING FINISH
I + R RAPPED o
i o _ - IN HARD WALL | 1 I AGIA || TOILET ROOM ct-l | ct2| = ||V Tl Tl Tl — WT 2/AF20 ACT | — | — | -- - | -] - —- ver VNl coMPOSTTION TILE
Zi‘:l“LFklgii;iDE—\D - < - PROTECTION | 1/2 WT2 WT2 WT2 WT2 VINC VINYL WALL COVERING
IN HARD WALL - , - / EQE?E@f}%N I AG20 || TREATMENT ROOM VCT-3 | RB - PT-| PT-| PT-| PT-3 -- -- -- ACT - - - PL | PL | 95 - VIAD VINYL WOOD PLANK
PROTECTION e PRE-FINISHED — L DRYWALL N 1/ VB VINYL WOOD BASE
I m:,]& QDR’T:\IF;TE_D A repy — ; T ; I AG2| || TREATMENT ROOM VCT-3 | RB - PT-3 | PT-I PT-| PT-| —- —- —- ACT — —- —- PL | PL | 95 - " T
HARD WALL T Lo Ty : -
PROTECTION PROTECTION \_ DRYWALL | AG22 || TREATMENT ROOM VeT-3 | RB | -- PT-3 | PT-l | PT-I | PT - - — ACT | — | ==  — ||PL]PL|os| - FL O0R NSITION TYPES
DRYWALL - o (TYP.) | RA
(Tre) I AG23 || AUDIO BOOTH #4 CPT RB - SEE $PECS SEE SPECS SEE SPECS SEE SPECS
DIRECT GLLED RESILIENT TLE
I CARPET RESILIENT TILE
! ! ! AG24 || GROUP TREATMENT RM| VCT-2 | RB - PT-I | PT-I | PT-2 | PTH - -~ -~ ACT | == | == | — ||PL|PL |25 -
4 NAINSCOT TOP CAP |e | |9 |HORIZONTAL BASE|e | |6 |VERTICAL STILE |e L | P p— —
I G24A|| CLOSET veT-2 | RB - PT-I | PT-I | PT-I | PT- - - —- ACT | — | — | — ||PL|PL]| - —- T —
I AG25 ||HEARING AID LAB VCT-2 RB -- PT- PT- PT- PT- - - -- ACT -- - - PL | PL | 95 -- MARBLE THRESHOLD
EPOXY THIN sET—\ o GLUED
B I AG26 || AUDIO BOOTH #3 CPT RB - SEE 9PECS SEE SPECS SEE SFPECS SEE SPECS CERAMIC MOSAIC TILE  CARPET
I G20A| AUDIO CONTROL #3 CPT RB - SEE $PECS SkE SPECS SEE SPECS SEE SPHCS METAL FpeE
I AG28 || AUDIO BOOTH #2 CPT RB - SEE $PECS SEE SPECS SEE SFPECS SEE SPECS CONCRETE CARPET
. - , s 2 |62&A AUDIO CONTROL #2 et | RB | - SEE $PECS SEE SPECH SEE SIPECS SEE SPHCS REDUCER \ [
T~
= — L contrne [N I AG24 || TREATMENT ROOM ver3 | RB | - pr-l | P11l | PT-I | PT-3 — — - AT | — | — | — ||PL|PL o] - CONCRETE ViNvL TILE
[ o (TYP.) o TRANSTION STRIP FLASH PATCH
o e - I AG3| || TREATMENT ROOM VCT-3 | RB —- PT-| PT-3 | PT- PT-| — — —- ACT — - - PL | PL | 95 —- RESILIENT TILE
7 DRYWALL —| N TLE ___ RESILIENT TILE (VCTAVY
B (TYP.) N ) I AG32 || AUDIO BOOTH # Pt | RB | - SEE SPECS SEE SPECS SEE SPECS SEE SPHCS RN T VTN
' 040 ACROVTN
«.\_ PALL COVERING AN \\i ; IA632 A[ AUDIO CONTROL #l cPT | RB | - SEE $PECS SFE SPECP SEE SPECS SEE SPHCS
ey — [2e33]| cLosEr ver-l | Re | - || Ppm | P | PTo | P —- - —- pct | = | - | = ||Pe|PL| - | -
I AG34 ||ELECTRICAL PTM PTM - PT-| PT-| PT-| PT-I — — - PTM - —- —- - - - --
n
7 |OUTSIDE CORNER e 8 INSIDE CORNER 6
FINISH SELECTIONS
LVT — Armstrong — Natural Creations Earth Cuts — TP511 Haven Stone Gray Pearl (size 12”x24")
VCT1 — Mannington Progressions — Almond Buff 55507
VCT2 — Mannington Progressions — Bronze 55246
VCT3 — Mannington Progressions — Otter Brown 55173
RB — Mannington — Otter Brown 931
INSIDE CORNER PL1 — Wilsonart — Montecello Maple 7925-38 (Vertical)
&/AF20I / SOL - LG HiMacs — Mocha Granite G74
[ RP — Lumicor — Rice Paper, Finish: Satin
STANDARD WAINSCOT
TRIM, 4/AF20I
/ HWP — InPro — Applewood 0537
1 040 ACROVIN PT1 — Sherwin Williams — Paper Lantern SW7676 = PPG 6-70 Base, C24L.5V1 Formula
SHEET PT2 — Sherwin Williams — Golden Gate SW7679 = PPG 6-85 Base, C2Y+1F6L34 Formula
> . PT3 — Sherwin Williams — Willow Tree SW7741 = PPG 6-70 Base, B1Y+18C1Y+40E34 Formula
PT4 — Sherwin Williams — Thunder Gray SW7645 = PPG 52-300 Base, B3Y+39C1Y+37F17.5W5Y+2
Formula
BASE ’
JPRTICAL STILE 2/AF20 WT1 - Daltile — Heathland — Raffia HLO2 (size 9x12)
WT2 — Daltile — Slate Radiance — Flint SA55 (accent tile)
VERTICAL STILE . . .
MAXIMUM CT-1 — Crossville Color Blox EC — Mudpie E1107 (size 12x24)
22’5‘5'255 CT-2 — Crossville Color Blox EC — Mudpie E1107 (size 6x12 cove base universal w/ flat top)
6/AF20I
UTSIDE CPT - Bigelow - Vanishing Point 7876 Pyrite (Vertical Stack Pattern)
1/AF20I
ACT-1 — ARMSTRONG — Health Zone — Optima — Square Lay-In — 3114 (2'x2’) 1)
9 STANDARD WAINSCOT WALL COVERING |2 ACT2 - ARVISTRONG ~ Health Zone = Optima =Square Lay-in = 3144 (23] 100% CONTRACT DOLUMENTS
FULLY SPRINKLERED
MILLER-REMICK CORPORATION Reviewed: Facility Manager Drawing Title Project Title Date Q
PROFESSIONAL ENGINEER 19.2014 ——
AUDIOLOGY LAB 05 D5
g Miller-Remick LLC ‘ @PA'R-@iNlEg THOMAS L. CHAPMAN, P.E. Reviewed: Facility Direotor ROOM FINISH SCHEDULE RENOVATION Project No. o ﬁ
M.E.P..& Sltructural Engineering NEW YORK LICENSE NO. 078145-—1
Sl Business. o OMned " ARCHTECTS, PLLC ANTHONY D. PACARO JR., P.E. 528A7-13-750 -a% E
1010 KINGS HIGHWAY SOUTH NEW JERSEY LICENSE NO. 38230 " - . " " —
g:cE)ﬁE;Y(gglél)liz'\fcfngJoERSEY 08034 ‘I:‘{(JC)\(IJVLLIEDS,BTFI{EIQI,:{NFI{E(\)/VABORK ez GERALD P. LAMINA. P.E. Reviewed: Approved: Project Director Building Number CheckedSB Drawn AG DRAWING NO. %%
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three inches = one foot

one and one half inches = one foot

one inch = one foot
»

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot

SYMBOLS
SIGN TYPE: IN-O4.0
PRIMARY ROOM IDENTIFICATION MESSAGE LAYOUT A
ROOM SIGNAGE; TYP.
PLAN NORTH INSERT SIZE: 3x4 ‘
INSERT COLOR: 305 CLEAR MAPLE
~ COPY OPTION: TACTILE/BRAILLE
COPY STYLE: HRC HELVETICA REGULAR ’ TREATMENT ROOM ¢ AUDIO BOOTH
CG 1 8 K | COPY COLOR: 704 BLACK SIGNAGE
COPY SIZE: | 1/4"
COPY POSITION:  3/4" LEFT
Qg&l{ﬁ:— /./——ROOM NAME PER FLOOR PLAN B OVERHEAD DEPARTMENT SIGNAGE
Coats | +—INSERT SIZE: 6X4
P ] INSERT COLOR: 150 SILVER ONE PIECE BACKER A
P 97 COPY OPTION: UDO SUBSURFACE
y COPY STYLE: HRC HELVETICA REGULAR
s .| coPY coLor: 104 BLACK.
// Y| cOPY SIZE: 5/8"
P COPY POSITION:  3/4" LEFT
/
O )
N O
N | —
AN LO I a |
AN
AN NOTE:
N ~ REFER TO SPECIFICATION SECTION 10 14 00 FOR FURTHER INFORMATION
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